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ABSTRACT
The steady incompressible turbulent flow field inside the multi-blade centrifugal fan used in floor standing 
air-conditioner has been analyzed numerically. The hybrid structure/unstructured grid is adopted to mesh the 
complex computational domain. Standard two-equation ε−k  turbulent model with standard wall functions is 
used to model the turbulent flow. Calculation results disclose that the flow in the multi-blade centrifugal fan show 
complex three-dimensional characteristics, especially in the blade passage. Numerical results reveal the boundary 
layer separated flow from the leading edge on the blade suction surface, the flow reversal from the high pressure 
region inside the volute to the low pressure region near the impeller inlet, the flow recirculation near the shroud side, 
and a “jet-wake” pattern at the rotor exit, the pressure fluctuation on the blade surface, etc. Some of the numerical 
results agree well with the experiment outcomes in some previous references.
1. INTRODUCTION
Multi-blade centrifugal fan have been widely used for air-conditional systems requiring low noise, small size, 
relatively high volumetric flow rates, and high pressure rise. Fans of this type are generally designed to use a large 
number of forward curved blades, large inlet-exit diameter ratio and relatively large width of the rotor, both of which 
are the key distinguishing features from other types of centrifugal fan. Thus, the resulting flow inside the fan is 
characterized by complex three-dimensional characteristics.
Earlier investigations have attempted to identify the general flow pattern inside the fan. In the early 1980s, Raj and 
Swim (1981) studied the flow at the exit of a forward curved (FC) centrifugal fan rotor by using the smoke 
technique and hot wire probes. Their work presented the inactive region at the shroud end of the rotor, the jet-wake 
velocity profile at the blade exit, and the separated flow at the leading edge of the blade suction surface. Moreover, 
the flow through the rotor was found to be highly turbulent and strong three-dimensional, which was a function of 
the axial location on the rotor, the tangential position in the housing, and the through flow rate. In the experimental 
work made by Susumu and Ryohji (1986), the main through-flow was near the back plate of the rotor occupying up 
about one fourth of the rotor width at the inlet and two thirds of the rotor width at the exit respectively, while the rest 
rotor span is of little through-flow. Later, Kind and Tobin (1990) implemented a five-hold probe technique to 
measure the mean flow field at rotor inlet and rotor exit, which indicated the presence of the flow reversal through 
the rotor blade. Through the particle tracing velocimetry (PTV), Denger and McBride (1990) reported the highly 
turbulent flow in the vicinity of the volute tongue. Shigeru et al. (1994) and Kiyoshi et al. (1994) visualized the 
internal flow field using a spark tracing method and measured the pressure fluctuation on the blade surfaces utilizing 
semiconductor type pressure sensor. They also found the highly complex flow pattern inside the fan. In addition, 
they indicated the large pressure fluctuation on the blade surfaces near the shroud side of the rotor as well as passing 
the volute tongue. Recently, Sandra et al. (2001) analyzed the velocity unsteadiness distribution at impeller outlet 
with hot wire technique. They demonstrated that the unsteady characteristics of flow were mainly determined by the 
flow rate and the circumferential position. Based on these outcomes, many researchers set up novel approaches and 
performed extensive experiments for the prediction and further improvement of the fan performance, some of which 
have obtained satisfying effect.
However, most of the previous investigations on this type of fan were achieved experimentally. Detailed studies on 
the internal flow field of integral multi-blade centrifugal fan system by CFD analysis are relatively limited. The 
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study based on CFD not only can reduce the times of the test that is expensive and time consuming, but also can 
avoid test apartment’s disturbance to the internal flow field of the fan. Moreover, detailed flow field information can 
be obtained and the flow pattern throughout the fan can be visualized, both of which will be aid in enhancing 
understanding of the complex flow physics inside the fan, then provide guidance for fan design. In this paper, a 
numerical simulation of the flow field of a multi-blade centrifugal fan used in floor standing air-conditioner is 
carried out by using the commercial CFD code FLUENT. The forthcoming work takes the whole fan system 
including inlet, impeller and volute into consideration, and gives a detailed analysis on the flow characteristics 
inside the fan, which is emphasized on the flow behavior in the blade passage.
2. FAN CONFIGURATION
A sketch of the fan used in the present study is illustrated in Figure 1. The basic geometry specifications and 
operating conditions are listed in Table 1. The fan is composed of the inlet section, the impeller of 43 equally spaced 
straight blades and the volute. Note that, the rotor in this fan is designed as a part with the absence of the front plate, 
but has a very small blade retaining shroud attached to the outer diameter of the blades. However, here the shroud is 
ignored for the computational convenience. So, the flow is fully open in the front side face of the impeller.
3. NUMERICAL METHOD
In the numerical calculation, a fully implicit, segregated, finite volume method solving three-dimensional 
Reynolds-averaged Navier-Stokes viscous partial differential equations is used to study the steady and 
incompressible turbulent flow field of the multi-blade centrifugal fan. Standard two-equation ε−k  turbulent 
model with standard wall functions is applied to model the turbulent flow. The second-order upwind difference
scheme is employed for the spatial discretization of the convection terms. The pressure-velocity coupling is handled 
using SIMPLE algorithm.
4. GRID GENERATION
According to the geometry characteristic of the internal flow field of the multi-blade centrifugal fan, the complex 
computational domain is subdivided into six regions, which cover the inlet region, the center region, the blade 
region, the front region, the back region and the volute region. The hybrid structure/unstructured grid of each region 
is generated independently in order to ensure the grid quality, as well as save the computer memory and reduce the 
computational time. The unstructured grid is used on the radial surfaces for the shape of the internal flow passage 
along this direction is very irregular, while the structure grid is used in the axial direction. The interface of 
neighboring sub-regions takes the identical grid nodes. The total number of grid points is approximately 502922. 
Figure 2(a) shows the grid of the blade region, which is the major region of energy transference. Compared to the 
other regions, this region has a higher grid density, which is about half of the total grid number, because of the steep 
gradients of the flow properties. For the same reason, more grid points are focused on the area near the volute 
tongue in the volute region, as shown in Figure 2 (b).
Figure 1: Multi-blade centrifugal fan geometry
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Table 1: Geometry specifications and operating conditions
Rotor outlet diameter 0.34 m Number of blades 43
Rotor inlet diameter 0.28 m Volute width 0.14 m
Rotor width 0.116 m Rotational speed 425 rpm
Blade inlet angle 55 deg Design flow rate 0.181 m3/s
Blade outlet angle 143 deg
(a) Grid of the blade region (b) Grid of the volute region
Figure 2: Computational grid
5. BOUNDARY CONDITIONS
The inlet of computational domain is defined as pressure inlet boundary conditions where total pressure, turbulence 
intensity and hydraulic diameter are specified. The atmosphere is set as the inlet boundary conditions in the current
simulation. The outlet of computational domain is defined as pressure outlet boundary conditions where static
pressure, backflow turbulence intensity and backflow hydraulic diameter are specified. The wall of the impeller is 
defined as the moving wall with the rotating frame of reference and the other walls are defined as the stationary wall 
in the inertial frame of reference. A no-slip boundary condition is used on the solid walls.
6. Results and Discussion
The convergence criterion is set as 10-4 for the residual numbers. The measured static pressure rise for the design 
flow rate is 36.8 Pascal, while the calculated value is 38.2 Pascal. The error between them is less than 4%, which is 
in the range of acceptance and can validate the numerical result. The flow characteristic yielded by the presented 
simulation results is discussed in the following subsections. It should be note that the distributions given below are 
for the design flow rate except those specially declared.
6.1 The pressure and velocity distribution at some particular sections
Figure 3 shows velocity vectors (project onto XZ plane) at plane Y=0. The flow is sucked into the fan along the 
axial direction, and then, gradually turns to flow along radial direction near the back plate of the rotor. Thus, the 
resulting separated flow occurs near the shroud side. Moreover, there is a distinct inactive flow region behind the fan 
inlet, for the inlet section is inserted into the top plate of the volute. Therefore, since the front plate is absent here, as 
stated in the previous section, the flow recirculation region is emergent by incorporating the separated flow and the 
inactive flow. It will cause the non-uniform outflow at the rotor exit. Calculation shows the flow recirculation can be 
expressed as a function of circumferential location. Another feature should be noted that, there is a little portion of 
flux enters the impeller from the front side face of the rotor, though most of the flux enters the impeller from the 
leading edge of rotor, which is because the outlet diameter of the inlet is designed to be larger than the rotor inlet 
diameter. It is also related with the circumferential location. In addition, the leakage flow occurs via the gap between 
the rotating wheel and the fan inlet after the volute tongue, then inevitably causes the mixed loss inside the fan.
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Table 2 lists the flux assignment for different fan exit static pressure. Here, the sign Q1 represents the proportion of 
the flux entering impeller from the leading edge of rotor, Q2 the proportion of the flux entering impeller from the 
shroud side face, Q3 the proportion of the flow recirculation behind the fan inlet. Unfortunately, the data shows that 
the percentage Q2 is about 20%. Obviously, this part of flow will have relatively low energy and have a negative 
influence on the fan performance. It decreases slightly as fan exit static pressure is increased, for the flow suffers 
obstacle in the radial direction. The flow recirculation percentage increases with fan exit static pressure, ranging 
from 1.7 to 3.1, which indicates the large loss for the large fan exit static pressure.
The pressure distribution at the plane Z=0.09m, which is in the mid plane of the impeller, is illustrated in Figure 4. It 
is clear that, the total pressure distribution is similar to the dynamic pressure distribution due to the forward curved 
blade. Moreover, a considerable pressure difference to the flow of the blade passage in different circumferential
location can be seen. The main flow region, i.e. the blade passages nearest to the volute exit, has the lowest static 
pressure and the highest dynamic pressure, as well as the highest total pressure. 
Figure 3: Velocity vectors (project onto XZ plane) at plane Y=0
Table 2: The flux assignment for different fan exit static pressure
Fan exit static pressure (Pa) Q1 (%) Q2 (%) Q3 (%)
0 80.7 21 1.7
20 81.3 20.5 1.8
30 81.6 20.6 2.2
36 82.1 20.3 2.4
38 82.4 20.2 2.6
39 82.7 20.1 2.8
40 83.1 20 3.1
(a) Static pressure (b) Dynamic pressure (c) Total pressure
Figure 4: Pressure field at plane Z=0.09m (in the middle of the impeller)
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(a) Static pressure (b) Total pressure
Figure 5: Pressure field in the pressure surface of blade at position of θ =35°
(a) Inlet (b) Outlet
Figure 6: Circumferential distribution of static pressure in the blade surface along the intersecting curve of the plane 
Z=0.09m and the cylindrical plane of rotor inlet or rotor outlet
6.2 The pressure distribution in the blade surface
Figure 5 shows the pressure contour diagram in the pressure surface of blade at position of θ =35°. The static 
pressure gradually increases when flow towards the back plate, and the total pressure increases with the rotor radius 
due to the wheel’s rotating. Note that, near the shroud side, the flow recirculation causes a large static pressure 
variation as well as a large total loss. Along the circumferential direction, the blade surface suffers a large pressure 
fluctuation when it rotates to the main flow region or passes the volute tongue, especially the suction surface, as 
shown in Figure 6.
6.3 The relatively velocity distribution in the blade passage
Figure 7 demonstrates the relative velocity field in the blade passage at different axial and circumferential position. 
Here, in order to illustrate it clearly, the velocity vector component in each figure is magnified with different 
proportion. The flow separates at the leading edge of the blade suction surface, and then reattaches the blade surface 
at the trailing edge. Compared to the blade passages near the back plate, the separated flow in the blade passages 
near the shroud side is more notable. It occurs in almost all of the blade passages near the shroud side, but only 
occurs in about two thirds of the blade passages near the back plate. This is because the flow near the shroud side is 
basically axial, so it has the small radial velocity that lead to small blade inlet angle 1β  and large attack angle. But 
for the flow near the back plate, it has already accomplished the turning from axial to radial, so the radial velocity is 
large which induce large blade inlet angle 1β , then small attack angle. The larger attack angle causes flow separates 
more easily. Even at the same axial location, the attack angle is different along the circumferential direction. The 
airflow always tends to pass through the rotor from the main flow region, thus, causes the large radial velocity and 
small attack angle in these blade passages. So the separated area in the main flow region is obviously reduced than 
those blade passages opposite to it. In addition, the strong turbulent flow in the blade passages under the volute 
tongue can be found in Figure 7 (a), (b) and (c). There is a flow reversal from the volute to the blade passage in the 
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front part of rotor, but disappears near the back plate. Figure 7 (d) shows the separated flow on the suction surface in 
the main flow region, which reattaches the blade surface at the trailing edge. Figure 7 (e) shows the flow will reverse 
to the inlet of the rotor in the blade passages opposite to main flow region and cause vortex on the pressure surface 
of the blade at the trailing edge. The flow reversal covering about one third of the rotor width will reenter the 
impeller from another blade passage upstream. Moreover, for the blade passages opposite to the volute tongue, 
besides the vortex formed on the pressure surface of the blade at the trailing edge, the flow separates in the suction 
surface of the blade at the leading edge, as shown in Figure 7 (f). Figure 7 (g) and (h) illustrates the flow can also be 
expressed as a function of the flow rate. The higher the flow rate, the weaker is the separated flow. Certainly, the 
substantial separated flow comes of the short chord, large width and large curvature of the rotor. Their presence 
should be responsible for the poor efficiency and the main noise.
(a) Z=0.14m and θ =58°-84°  (b) Z=0.09m and θ =58°-84° (c) Z=0.04m and θ =58°-84°
(d) Z=0.04m and θ =30°-50° (e) Z=0.04m and θ =180°-200° (f) Z=0.04m and θ =250°-270°
(g) Z=0.09m and θ =58°-84° (Q=0.157m3/s)  (h) Z=0.09m and θ =58°-84° (Q=0.241m3/s)
Figure 7: Relative velocity distribution in the blade passage
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(a) Inlet (b) Outlet
Figure 8: Circumferential distribution of relative flow angle at rotor inlet and rotor outlet
(a) θ =260°~280° (b) θ =165°~195°
 (c) θ =-15°~15°  (d) θ =60°~90°
Figure 9: The radial velocity component at rotor exit (Z=0.09m)
Such flow characteristic also can be concluded from Figure 8. It is clear that there is a large deference between the
1β  near the shroud side and in the middle of the impeller along the circumferential direction. The 1β  have the 
negative value in the range of θ =100°~260° near the shroud side, which indicates the reversed flow occupies up 
about forty percent of the circumference, and the small 1β (<55°) in the other range implicates the separated flow 
phenomenon. In the middle of the impeller, all of the 1β  are positive value circumferential, so no flow reversal
occurs here, but the separated flow still exists in the blade passages except the main flow region, and more heavily 
in the blade passage under the volute tongue. The distribution near the back plate is similar to that in the middle of 
the impeller, which is not plotted in this figure. The 2β  with negative value occupies up about two thirds of the 
circumference near the shroud side, but changes to positive value and becomes more even towards the back plate.
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6.4 The jet-wake velocity profile at rotor exit
Figure 9 presents the redial velocity at the rotor exit in the middle of impeller. The jet-wake velocity profile is 
exhibited clearly except for the circumferential positions closer to the volute tongue where this flow behavior cannot
be identified easily for the interaction of the outflow and the tongue. It is strong in the main flow region  
(θ =-15°~15°), and weak in the region opposite to it due to the high pressure inside the volute. Moreover, it follows 
that the jet flow is near the pressure surface and the wake flow is near the suction surface in the region after the 
volute tongue. But for the main flow region, the high energy flow move towards the suction surface due to the large 
radial velocity.
7. CONCLUSION
Three-dimensional numerical analysis on the viscous turbulent flow field of the multi-blade centrifugal fan has been 
implemented successfully. The calculated flow field distribution provides a comprehensive understanding on the 
overall flow pattern inside the fan. The numerical results agree well with the experiment outcomes in references 
(Denger and McBride, 1990; Shigeru et al., 1994; Kiyoshi et al., 1994), which indicates the feasibility of the 
computational model and the numerical method that used in this simulation.
There are evident strong three-dimensional characteristics inside the fan when such special geometric configuration
is involved. The flow undergoes a turning from axial to radial after entering the fan. Then, the flow recirculation is 
generated in the region near the shroud side, the area of which is a function of circumferential location and the 
through flow rate. A relative large proportion of the flux will be involved into this region for the high fan exit static 
pressure, i.e. the low through flow rate. The flow in blade passage is more complex, especial in the vicinity of the 
volute tongue. The boundary layer separated flow from the leading edge on the blade suction surface is found to 
cover about most of flow passages and rotor width, and the flow reversal occurs in the blade passages after the 
volute tongue. Both of them are related with the flow rate. Moreover, the pressure in the blade surface around the 
rotor also is examined either. A large pressure fluctuation will be posed on the blade surface when the blade rotates
to the mail flow region or passes the volute tongue. Additionally, it cannot be ignored that the flow entering the 
impeller from the shroud side face accounts for about one fifth of the total flux. This part of flow has relative low 
energy. All of these flow features is related with the efficiency and the noise of the fan. Undoubtedly, the detailed 
information provided in this paper will be instructive for the improvements sought of fan performance.
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